PUMP STATION DETAILS

NOTES:
1. Rungs and rails of ladder shall be constructed of polypropylene conforming to ASTM D-4101 with steel 1/2" grade 60 reinforcing bar cores in the runs and 9/16" cold drawn steel bar cores in the rails.
2. An offset set of ladders shall be placed next to bar screen for access to wetwell floor. Ladder must extend above bar screen for operator safety.

SCALE: NTS
DATE: 1/18/00
CITY AND BOROUGH OF JUNEAU, ALASKA
PUMP STATION DETAILS

DRAWN BY: STAFF
CHECKED BY: JD/STAFF
APPROVED BY: [Signature]
REVISED: 8/14/2011
STANDARD 220-3