Casing spacer required within 1" either side of joint or as specified by manufacturer. Where no joint is present, maximum distance between spacers is 12" or as specified by manufacturer.

All joints must be restrained with locking gasket.

Plan view

Casing pipe

Sewer or water pipe

Casing spacer

Section A-A

Casing pipe diameter | Min. wall thickness
--- | ---
4" | 0.237"
6" - 24" | 0.250"
26" - 30" | 0.312"

Notes:
1. Casing spacers shall be "Advance Product and Systems" high-density polyethylene or approved equal.
2. Ends of casing pipe shall be permanently sealed against the entry of foreign material.